
HOT-AIR WELD

SELF-FLASHING UNIT

MANUFACTURER’S FASTENER SYSTEM

MEMBRANE FLASHING FULLY ADHERED

TO ACCEPTABLE SUBSTRATE

ADDITIONAL TREATED WOOD BLOCKING, IF REQUIRED

TO ACHIEVE AN 8" MINIMUM FLASHING HEIGHT

2X TREATED WOOD CURB TREATED WOOD NAILER TO

MATCH HEIGHT OF INSULATION

SUBSTRATE

(SEE ARCH/STRUCT. DWGS.)

GROMMETTED FASTENER 12" O.C.

METAL EXTENDER PIECE

NOTE:

INSULATION

ROOF MEMBRANE

METAL EXTENDER PIECE IS REQUIRED IF EXISTING COUNTERFLASHING IS CONTAMINATED AND OR 

COUNTERFLASHING FASCIA IS LESS THAN 4 INCHES WIDE.  FASTEN AT 12 INCHES O.C. WITH 

GROMMETTED FASTENER.
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